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R4

GTX 3000-H Sofar HYD 10

System

3-820270EJ.J.

2022-12-05 R4 270E

-

PV1 PV2

+ -+

2 5 8 10

1 3 4 6 7 9

400VAC max 10A

MPPT 180-960VDC
Max 1000VDC

Main supply voltage 400VAC
20A Icc 6kA max 10A

230VAC

CAT 5e
or higher

X04

A

B

SHD

X05

A

B

SHD

11 14 11 14

R01 R02

X
0
3

1 2 3 4

X
0
1

1 2

X
0
2

1 2

WAN

LAN3

RUTX08

RJ45

USB

QuiPower
Core

1

2

CAN bus

(option)

Car charger
(option)

400VAC
20A

L
1

L
2

L
3 N

24

25

Internet

24VDC

output

Safety switch

Dashed lines/components and earthing system are not included in the delivery from Enequi

+ - + - + -

L1 L2 L3

HW 02

R2 HW core + safety switch JJ 230302

Safety switch

Multifunction Outputs

Access point

webb interface

Bluetooth adapter

(future function)

Arrow direction on clamps

Grid

PE busbar
Main earthing bar/

Connects to main earthing busbar

in the electrical distribution box

Reinforced insulation

the electrical installation rules, comply with

the requirements according to the standards

for electrical energy storage systems

(EES) TS 62933-5-1 och EN IEC 62933-5-2

The system installation must, in addition to

NOTE!

(option)

(option)

Amass GTX3000

P+

P-

Link Port In

P+ connector

Link Port OutCan matching resistor
or to the next BCU

MC4 contacts
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B
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T
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-
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V

1+

P
V

1-

P
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+
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7

8

1

2 6

120O

1

2

5

4

3

1

2

120O

1

2

120O

DTSU666

Sofar HYD 10 inverter

COM

outputs

R3 Terminal resistors JJ 230706

ETH 0 

must have the same

Inverter and energymeter

IMPORTANT!

phase sequence

Connect with external
network switch when

installing two chargers

vit/orange

orange

Inverter

R4 Texts + earth RS485 JJ 230919
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Enequi

Direct measuring energy meter

DTSU666 (5/80A)

3-820296EJ.J.

2023-03-07 R2 296E

400VAC max 80A

from main fuses
Main supply

Main distribution board

Direct measuring energy meter (option)
Order item, article number: 300581

3 6 9 10

1 4 7 10

24 25

DTSU666 (5/80A)
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COM

Sofar HYD XX inverter

1

2

1 2

120O

120O

R2 Terminal resistors JJ 230706


